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The project is prepared in accordance with effective standards and regulations and provides measures to ensure fire and explosion safety during operation of communication and signaling systems

Project chief engineer


	General instructions
The project provides installation of fire alarm networks. 

Fire alarm control and indicating equipment of analogue addressable type (Harezmic series) should be used as receiver of automatic fire alarm system. Smoke detectors MG- 9100 and manual alarm call points of button type MG-8100 will be used as endpoints of automatic fire alarm system. Manufacturer of all equipment "Mavi Gard".

Alarm actuation is recorded by the control and indicating unit, which gives an alarm signal via electronic sound alarm. Fire alarm control panel will be installed in the airlock entry No.14. Distribution network of fire alarm system should be performed using cable Y(st)-Y 2x2x0.6+0.6 mm2.

Power supply network for alarm devices should be provided by laying of NYM cable (24V DS) with cross-section 3x1.5 mm2. Laying of cables should be hidden (in plastic tubes).

Uninterruptible power supply unit have to be provided to ensure trouble-proof power supply of fire alarm system.

All equipment should conform to state-of-the-art requirements; release date should not be before 2007.
NOTE:

Positional relationship of all communications will be determined on-site, taking into account ease of installation.
Notation conventions
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