CONSTRUCTION NOTES:

1. DO NOT SCALE DRAWING, ONLY DRAWN DIMENSIONS TO BE USED.
2. ALL DIMENSIONS TO BE CHECKED ON SITE AND DISCREPANCIES REPORTED TO THE ARCHITECT.
3. X-RAY ROOM WALLS HAVE BEEN TILED TO A HEIGHT OF 2100mm. HEIGHT LEFT BETWEEN CEILING AND TILES IS 600mm.

SPECIFICATIONS:

1. ALL WINDOWS TO BE MIN. 1300mm AND IF NOT
2. ALL WALLS TO X-RAY ROOM TO BE MIN 2800mm.
3. DECOMMISSION EXISTING X-RAY MACHINE AND PLACE NEW X-RAY MACHINE.
4. NEW WASH HAND BASIN FITTED WITH ELBOW ACTION TAP & WALL TILES FOR SPLASH BACK.
5. REPLACE EXISTING DOOR & PLACE NEW LINED SLIDING DOOR.
6. BRICK UP EXISTING WINDOWS AND MAKE GOOD.
7. REMOVE EXISTING FLOOR TILES AND REPLACE WITH VYNL. LAYING.
8. PAINT EXISTING WALLS AND CEILING.
9. PLACE NEW EXTRACTOR FAN X 2 TO B QNS. DETAIL.
10. ALL BUILDING MATERIALS TO CONFIRM TO RELEVANT STANDARDS AS REQUIRED.
11. REPLACE EXISTING BOOTH WITH NEW BOOTH.
12. FIT ALL LIGHT FITTINGS AND Sockets.
13. ON COMPLETION OF WORK ALL RUBBISH AND RUBBLE TO BE CLEANED BY THE CONTRACTOR.

CONCESSION PROPOSED NEW LAYOUT PLAN

scale 1:100

Ministry of Local Government,
Public Works and National Housing
P.O. Box CY441, Gweru,
Zimbabwe
EPWORTH PROPOSED NEW LAYOUT PLAN

scale 1:100

CONSTRUCTION NOTES:

1. DO NOT SCALE DRAWING, ONLY FIGURED DIMENSIONS TO BE USED.
2. ALL DIMENSIONS TO BE CHECKED ON SITE AND ENQUIRIES REPORTED TO THE ARCHITECT.

SPECIFICATIONS:

1. ALL WINDOWS TO BE MIN. 2100mm AND IF NOT BROCK UP AND FIT A SUITABLE EXTRATION FAN.
2. ALL WALLS TO X-RAY ROOM THICKNESS MIN. 250mm.
3. DECOMMISSION EXISTING X-RAY MACHINE AND PLACE NEW X-RAY MACHINE.
4. NEW WASH HAND Basin FITTED WITH BLOW ACTION TAP & WALL TILES FOR SPLASH BACK.
5. REMOVE EXISTING DOORS & REPLACE WITH NEW LEAD LINED DOORS.
6. BROCK UP EXISTING WINDOWS AND MATCH DOOR.
7. REMOVE EXISTING FLOOR TILES AND REPLACE WITH VINYL SHEETING.
8. PAINT EXISTING WALLS AND CEILING.
9. PLACE NEW EXTRACTOR FAN X 2 TO END DETAIL.
10. ALL BUILDING MATERIALS TO CONFIRM TO RELEVANT STANDARD ASSOCIATIONS SPECIFICATIONS.
11. PLACE NEW LEAD LINED DOOR.
12. FIT ALL LIGHT FITTINGS AND SOCKET.
13. CONSTRUCT RAMPS ON BOTH ENTRANCES.
14. REPLACE EXISTING DOOR WITH SIMILAR LEAD LINED DOOR.
15. ON COMPLETION OF WORKS ALL STUBRISH AND HUMBLE IS TO BE CLEARED BY THE CONTRACTOR.
MAPISA PROPOSED NEW LAYOUT PLAN
scale 1:100

CONSTRUCTION NOTES:
1. DO NOT SCALE DRAWINGS, ONLY FIGURED DIMENSIONS TO BE USED.
2. ALL DIMENSIONS TO BE CHECKED ON SITE AND DISCREPANCIES REPORTED TO THE ARCHITECT.

SPECIFICATIONS:
1. ALL WINDOWS TO BE 600 x 600mm AND IF NOT BRICK UP AND FIT A SUITABLE EXTRACTOR FAN.
2. ALL WIRING TO Satisfy HEALTH CODE.
3. DECOMMISSION EXISTING X-RAY MACHINE AND PLACE NEW X-RAY MACHINE.
4. NEW WASH-HAND BASIN FITTED WITH LUXURY ACTION TAPS & WALL TILES FOR SPLASH BACK.
5. PLACE NEW BATH ROOM DOOR & PLACE NEW HEAD-LIGHT BURNING DOOR.
6. REMOVE EXISTING WIRING AND REPLACE WITH VINYL SHIRTINGS.
7. PAINT EXISTING WALLS AND CEILING.
8. PLACE NEW EXTRATION FAN X 2 TO EN D T SILT.
9. ALL BUILDING MATERIALS TO COMPLY TO RELEVANT STANDARD ASSOCIATIONS SPECIFICATIONS.
10. ON COMPLETION OF WORKS ALL RUBBIS AND RUBBLE IS TO BE CLEARED BY THE CONTRACTOR.
CONSTRUCTION NOTES:
1. DO NOT SCALE DRAWINGS, ONLY FIGURED Dimensions TO BE USED.
2. ALL Dimensions TO BE CHECKED ON SITE AND DISCREPANCIES REPORTED TO THE ARCHITECT.

SPECIFICATIONS:
1. ALL WINDOWS TO BE MIN. 2100mm AND IF NOT BRICK UP AND FIT A SUITABLE EXTRACTOR FAN.
2. ALL WALLS TO X-RAY ROOM THICKNESS MIN 230mm.
3. DECOMMISION EXISTING X-RAY MACHINE AND PLACE NEW X-RAY MACHINE.
4. NEW WASH HAND BASIN FITTED WITH ELBOW ACTION TAP & WALL TILES FOR SPLASH BACK.
5. REPLACE EXISTING DOOR WITH NEW LEAD LINED DOOR.
6. BRICK UP EXISTING WINDOW TO A HEIGHT OF 2100mm.
7. REMOVE EXISTING FLOOR TILES AND REPLACE WITH VINYL SHEETING.
8. PAINT EXISTING WALLS AND CEILING.
9. PLACE NEW EXTRACTOR FAN X.5 TO ENTR. DETAIL.
10. CONSTRUCT A NEW LEAD LINED BOOTH.
11. ALL BUILDING MATERIALS TO CONFORM TO RELEVANT STANDARD ASSOCIATIONS SPECIFICATIONS.
12. ON COMPLETION OF WORKS ALL RUBBISH AND RUBBLE IS TO BE CLEANED BY THE CONTRACTOR.

MUSISO PROPOSED NEW LAYOUT PLAN
scale 1:100

Ministry of Local Government, Public Works and National Housing
P.O. Box CY441, Causeway
Zimbabwe

HEALTH AND CHILD CARE
MASVINGO PROVINCE
MUSISO DISTRICT HOSPITAL

PROPOSED NEW LAYOUT FOR X-RAY ROOM
SADZA PROPOSED NEW LAYOUT PLAN

scale 1:100

CONSTRUCTION NOTES:

1. DO NOT SCALE DRAWING, ONLY FIGURED DIMENSIONS TO BE USED.
2. ALL DIMENSIONS TO BE CHECKED ON SITE AND ORDERS/PHOTOS REPORTED TO THE ARCHITECT

SPECIFICATIONS:

1. ALL WINDOWS TO BE MIN. 2100mm AND IF NOT BROUGHT UP AND FIT A SUITABLE EXTENDER FEELER
2. ALL WALLS TO X-RAY ROOM THICKNESS MIN 250mm
3. DISCONNECT EXISTING X-RAY MACHINE AND PLACE NEW X-RAY MACHINE
4. NEW WASH/SHAM BATH FITTED WITH ELBOW ACTION TAP & WASTE, TILES FOR WASHBASIN
5. KEEP EXISTING DOOR & REPLACE WITH NEW LEAD LINED SLIDING DOOR.
6. KEEP EXISTING WINDOWS AS THEY ARE TO THE SPACED HEIGHT.
7. REMOVE EXISTING FLOOR TILES AND REPLACE WITH VINYL SHEETING.
8. PAINT EXISTING WALLS AND CEILING.
9. PLACE NEW EXTRACTOR FAN TO END DETAIL.
10. ALL BUILDING MATERIALS TO COMPLY WITH RELEVANT STANDARD ASSOCIATIONS SPECIFICATIONS.
11. ON COMPLETION OF WORKS ALL TRASH AND RUBBLE TO BE CLEANED UP BY THE CONTRACTOR.