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IRQ-RFQ-381-20 

  

ITB-381-20 Rehabilitation of Electrical Networks in Al-Shurta and Al-Askary 

Districts in Falluja Anbar Iraq. GPS: 33.368256, 43.785385 

 

Questions Answers 

The required specification of materials  To submit what is required in the BOQ and the 

compliance sheet. 

The laboratory test for any materials The laboratory test will be For all material which 

should be tested according to the general 

specification of Iraqi ministry of electricity. 
 


