1. Existing smoke detection addresses shall be reused for the new changing rooms and corridor. Any smoke or heat detectors located within void shall remain.

2. The Contractor shall liaise with the Client building services team and follow all procedures and protocols in place to minimise disruption of Fire Alarm service during the works.

3. The Contractor shall ensure that the same type of smoke and heat detectors are used for the new changing rooms.