Contractor to relocate diffuser and modify supply ductwork to suit new location.

Contractor shall modify existing sprinkler pipework to supply the two new sprinklerhead locations.

**LEGEND**

- **Moved Ventilation Diffuser**
- **Sprinkler Head**
- **New Installation**
- **New Sprinkler**

**Note:** FFL 0.00 relates to absolute level DVR90 (+2.500)

__UN City Refurbishment Projects__

**Access Doors**

**Key Plan/Oversigtsplan**

__Reflected Ceiling Plan Mechanical__

Scale as A3

Role: Mechanical and Electrical

Suitability: Issue for Tender

**Arup Job No/Sagsnummer:** 267199-30

**Name/Tegningsnummer:** ACC-ARUP-ZZ-00-DR-M-2001

---

Do not scale