Bid Bulletin No. 1

3 December 2021

Ref: 2021/MMR-UNDP/PN/046 (Re-advertisement)
RFQ for the supply and delivery of Generator 350 KVA

Dear Sir/Madam,

With reference to the above Request for Quotations (RFQ) dated 2 December 2021, the following specifications were revised:

<table>
<thead>
<tr>
<th>Page No.</th>
<th>Description in the RFQ</th>
<th>Changed through this bid bulletin (now read as)</th>
</tr>
</thead>
<tbody>
<tr>
<td>2</td>
<td>Deadline for the Submission of the Quotation 10 December 2021 5:00PM, Yangon Time</td>
<td>Deadline for the Submission of the Quotation 13 December 2021 1:00PM, Yangon Time</td>
</tr>
</tbody>
</table>
| 6        | Schedule of Requirements and Technical Specifications  
Supply, Delivery and Installation of Generator  
Prime Output 350 kVA or above  
Fuel: Diesel  
Condition - Brand New  
Canopy (Sound and weather canopy)  
Installation: Complete with concrete foundation and cabling etc. at Site. Generator may be installed at a distance of approx. 150 feet from the main switch board. Installation cost will include 60 Litre Diesel to test and run generator and 1 extra set of air and oil filter.  
Other accessories (plz specify) - Complete in all aspect.  
Service Center must be available in Myanmar | “Supply, Delivery and Installation of Generator  
Prime Output 350 kVA or above  
Fuel: Diesel  
Condition - Brand New  
Installation: Complete with concrete foundation and cabling etc. at Site. Generator may be installed at a distance of approx. 150 feet from the main switch board. Installation cost will include 60 Litre Diesel to test and run generator and 1 extra set of air and oil filter.  
Other accessories (plz specify) - Complete in all aspect.  
Service Center must be available in Myanmar “ |

Revised Annex 3 for Technical and Financial submission form is attached.

Yours Sincerely,

Moung Kee Aung
Procurement Analyst