**Notes:**

1. Do not Scale the drawings
2. Dimensions are to be checked on site prior to commencement of works
3. Any discrepancies should be notified to the designer
4. Any inquiries need to be addressed to the designer

---

**Legends:**

<table>
<thead>
<tr>
<th>Item</th>
<th>Description</th>
<th>QTY</th>
</tr>
</thead>
<tbody>
<tr>
<td>600 × 600 mm</td>
<td>4× 15 w day light LED tube</td>
<td>41 pcs</td>
</tr>
<tr>
<td>T5 LED tube of LED strip of 3600 mm length</td>
<td>10 pcs</td>
<td></td>
</tr>
<tr>
<td>T5 LED tube of LED strip of 1800 mm length</td>
<td>4 pcs</td>
<td></td>
</tr>
<tr>
<td>Low voltage recessed downlighters</td>
<td>22 pcs</td>
<td></td>
</tr>
<tr>
<td>Accent light on tracks</td>
<td>7 pcs</td>
<td></td>
</tr>
</tbody>
</table>

---

**Drawings:**

- **Client:** UNITED NATION DEVELOPMENT PROGRAM
- **Project:** 7th FLOOR OF UNDP OFFICE IN PORT LOUIS
- **Drawing Title:** Proposed Lighting Layout
- **Date:** 28/10/2020
- **Scale:** 1 : 100
- **Drawing Ref:** UNDP/PLLP/2022/01A
- **Area:** 289 m²

---

**Contact Information:**

Derek Wan
22, Avenue Reunification House Building
E-mail: dwan7683@gmail.com
Mobile: 5252 9946